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Ø 3 x 2,5 mm²

Ø 3 x 1,5 mm²

Ø 3 x 1,5 mm²

1-phase

Recommendation C16A

1-phase

Recommendation C10A

Ø 5 x 2,5 mm²

Ø 3 x 1,5 mm²

Ø 3 x 1,5 mm²

3-phase

Recommendation 

C16A / C20A*

1-phase

Recommendation C10A

Ø 4 x 2 x 0,56 mm²

Außenbereich geeignet

















                 

 

55 °C 35 °C

 dB

kW kW

2019 811/2013

 A+++

 
A++

 

 A
+

 A

 
B
 

 C

 D

A+++ A+++

07

06
06

07

07
07

51
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AWEP

EV

SF

SHG

COMP

AG

HK

AT

230V (WP)

400V (WP)

230V (Steuermodul)

400V/230V (Verdichter)

Kommunikation (WP)

X1 (50)

X1 (51)

230 V (IFM)

X1 (51)

X1 (50)

230 V (IFM)

X10 (50)

Kommunikation

X10 (50)

Kaltwasser (PWC)

Trinkwarmwasser (PWH)

Zirkulation (PWH-C) - optional
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X1 (51)

X1 (50)

230 V (IFM)

X10 (50)

Kommunikation

MKMK

X11 (50)X11 (51)

SPF

HMP
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AG

Kaltwasser (PWC)

Trinkwarmwasser (PWH)

Zirkulation (PWH-C) - optional

X10 (50)
AT
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x-center pro

SHG

CPUC

AG

HK MK

PULG

SPF

SHG

FWS

X13 (50)

X1 (BCH)

X4 (BCH)

X8 (BCH)

X1 (51)

X13 (51)

Warmwasser (PWH)

Zirkulation (PWH-C) 

optional

Kaltwasser (PWC)

Speicherschicht-Set optional 

Heizbetrieb

Kühlbetrieb

X10 (50)
AT

230V (Steuermodul)

400V/230V (Verdichter)

EV

230V (WP)

400V (WP)

X1 (50)

X1 (51)

230 V (IFM)

X10 (50)

X1 (50)

230 V (IFM)

X1 (51)

Kommunikation (WP)

X3 (50)

X11 (51)

X3 (51)

X4 (51)

X1 (50)

Kommunikation (WP)
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